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SITE INFORMATION
ADDRESS:  770 BROADWAY , NEW YORK, NY 10003
BOROUGH:  MANHATTAN
ZONING DISTRICT:  C2-2
ZONING MAP:  C12
TAX BLOCK:    554
TAX LOT:    01
NUMBER OF STORIES:    15

_BUILDING LOCATION
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/19

VIEW 1- COOPER AND ASTOR PLACE, 2019

VIEW 2 - 9TH AND UNIVERSITY, 2019 VIEW 3 - 9TH AND BROADWAY, 2019
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_BUILDING FACADES CLOSE UPS
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/19

CLOSE UP - EAST FACADE CLOSE UP - WEST FACADE

CLOSE UP - NORTH FACADECLOSE UP - EAST FACADE CLOSE UP - WEST FACADE

CLOSE UP - NORTH FACADE
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_HISTORIC IMAGES
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/13/19

BROADWAY AT EAST 8TH STREET, 1925 (NYPL) BROADWAY AT EAST 9TH STREET, 1999 LPC DESIGNATION PHOTO
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_HISTORIC IMAGES
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/19

COOPER AND ASTOR PLACE, 1915 (ARCHITECTURAL RECORD) COOPER  AT EAST 7TH STREET, 1925 (NYPL)
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_EXISTING NORTH EXTERIOR FACADE
770 BROADWAY NEW YORK, NEW YORK

1519044-00 | 09/04/2019

EXISTING LOUVERS TO BE REMOVED AND 
REPLACED BY GLASS WINDOW. EXISTING 
FRAME TO REMAIN. SEE  EXISTING 
ELEVATION PICTURE #1 ON 11TH FLOOR 
EXISTING OPENINGS SHEET.

STREET VIEW- NORTH ELEVATION

EXISTING LOUVERS TO BE REMOVED AND 
REPLACED BY GLASS WINDOW. EXISTING 
FRAME TO REMAIN. SEE  EXISTING ELEVATION 
PICTURE # 4 ON 13TH FLOOR EXISTING 
OPENINGS SHEET.

KEY PLAN

NORTH ELEVATION EXISTING PAGE 6 OF 21
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_EXTERIOR FACADE -- NORTH PROPOSED
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 09/04/2019

NEW GLASS WINDOWS TO BE INSTALLED.  
SEE  TYPICAL ELEVATION 2B ( PROPOSED) 
ON 11TH FLOOR EXISTING OPENINGS 
SHEET.

NEW GLASS WINDOWS TO BE INSTALLED.  
SEE  TYPICAL ELEVATION 5A ( PROPOSED) 
ON 13TH FLOOR EXISTING OPENINGS 
SHEET.

KEY PLAN

NORTH ELEVATION PROPOSED PAGE 7 OF 21
09/12/2019
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EXISTING AND PROPOSED EAST EXTERIOR FACADE
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/2019

NEW GLASS WINDOWS TO BE INSTALLED. SEE  
TYPICAL ELEVATION 5A (PROPOSED) ON 13TH 
FLOOR EXISTING OPENINGS SHEET.

EAST ELEVATION PROPOSEDEAST ELEVATION EXISTING

EXISTING LOUVERS TO BE REMOVED AND REPLACED 
BY GLASS WINDOW. EXISTING FRAME TO REMAIN.  
SEE  EXISTING ELEVATION PICTURE # 4 ON 13TH 
FLOOR EXISTING OPENINGS SHEET.

KEY PLAN

STREET VIEW- EXISTING EAST ELEVATION( PARTIAL)

PAGE 8 OF 21
09/12/2019



LEVEL 1
0' - 0"

LEVEL 2
10' - 0"

Level 1 Envelope
0' - 0"

Level 10 Envelope
128' - 11 1/2"

Level 11 Envelope
142' - 11 1/2"

Level 2 Envelope
10' - 9 1/2"

Level 3 Envelope
23' - 10"

Level 4 Envelope
41' - 9 1/2"

Level 5 Envelope
56' - 8"

Level 6 Envelope
71' - 1 1/2"

Level 7 Envelope
85' - 7"

Level 8 Envelope
100' - 0 1/2"

Level 9 Envelope
114' - 6"

Level 12 Envelope
156' - 11 1/2"

Level 13 Envelope
170' - 11 1/2"

Level 14 Envelope
185' - 11 1/2"

Level 15 Envelope
201' - 9 1/2"

Level Roof Envelope
223' - 10 1/2"

LEVEL 11
142' - 11 1/2"

LEVEL 12
156' - 11 1/2"

LEVEL 13
170' - 11 1/2"

LEVEL 14
185' - 11 1/2"

BR
OA

DW
AY

WANAMAKER PLACE

BLOCK 554

NORTH = 30

4TH
 AVE

LA
FA

YE
TT

E 
STE 8TH ST

LOT 1
770 BROADWAY

15 STORY

18
5'

 - 
8 

5/
16

"

325' - 8 1/4"

337' - 1 1/2"

18
5'

 - 
4 

1/
16

"

E 8TH ST

E 9TH STE 9TH ST

80' - 0"

60
' - 

0"
60

' - 
0"

170' - 0 1/2"

4TH AVENUE
WEST ELEVATION VIEW

11TH FLOOR

13TH FLOOR 

LEVEL 1
0' - 0"

LEVEL 2
10' - 0"

Level 1 Envelope
0' - 0"

Level 10 Envelope
128' - 11 1/2"

Level 11 Envelope
142' - 11 1/2"

Level 2 Envelope
10' - 9 1/2"

Level 3 Envelope
23' - 10"

Level 4 Envelope
41' - 9 1/2"

Level 5 Envelope
56' - 8"

Level 6 Envelope
71' - 1 1/2"

Level 7 Envelope
85' - 7"

Level 8 Envelope
100' - 0 1/2"

Level 9 Envelope
114' - 6"

Level 12 Envelope
156' - 11 1/2"

Level 13 Envelope
170' - 11 1/2"

Level 14 Envelope
185' - 11 1/2"

Level 15 Envelope
201' - 9 1/2"

Level Roof Envelope
223' - 10 1/2"

LEVEL 11
142' - 11 1/2"

LEVEL 12
156' - 11 1/2"

LEVEL 13
170' - 11 1/2"

LEVEL 14
185' - 11 1/2"

_EXISTING AND PROPOSED WEST EXTERIOR FACADE
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/2019

EXISTING LOUVERS TO BE REMOVED AND REPLACED 
BY GLASS WINDOW. EXISTING FRAME TO REMAIN. SEE  
EXISTING ELEVATION PICTURE  4 ON 13TH FLOOR 
EXISTING OPENINGS SHEET.

STREET VIEW- EXISTING WEST ELEVATION( PARTIAL)

1

KEY PLAN

WEST ELEVATION PROPOSEDWEST ELEVATION EXISTING

NEW GLASS WINDOWS TO BE INSTALLED. SEE 
TYPICAL ELEVATION 5A (PROPOSED) ON 13TH FLOOR 
EXISTING OPENINGS SHEET.

PAGE 9 OF 21
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_11TH FLOOR EXISTING  AND PORPOSED METAL AND GLASS WINDOW
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/20/2019

NEW METAL AND CLEAR GLAZING 
ASSEMBLY. CLEAR GLAZING 
FLOATING GLASS TO BE 1/4" THICK, 
FABRICATE INTO A 1" INSULATING 
SANDWICH WITH AN EVACUATE 1/2" 
WIDE DESICCANT DEHYDRATED AIR 
SPACE. 

  
 NEW GLASS WINDOW TO BE 
INSTALLED TO MATCH TYPICAL 
GLASS IN PICTURE #2. NEW 
GLAZING TO BE TO BE 1/4" 
THICK, FABRICATE INTO A 1" 
INSULATING SANDWICH WITH 
AN EVACUATE 1/2" WIDE 
DESICCANT DEHYDRATED AIR 
SPACE. 

EXISTING METAL FRAME 
TO REMAIN.   

11TH FLOOR - TYP. EXISTING GLASS 
WINDOW AND GLASS TRANSOM.2 11TH FLOOR-  PROPOSED NEW GLASS WINDOW2B

1
A-931

1A
A-932

1B
A-932

1A
A-932

1B
A-932

PROPOSED TO MATCH LOOK AND FINISH IN  EXISTING #2

11TH FLOOR - TYP. EXISTING GLASS 
WINDOW AND GLASS TRANSOM.1

EXISTING MULLION TO 
REMAIN AT ALL TIMES

EXISTING LOUVERS TO BE REPLACED BY 
NEW METAL AND GLASS WINDOW

FOR SECTION DETAILS NOTED AS A-931, REFER TO 
DETAIL SHEET A. FOR SECTION DETAISL NOTED AS A-
932, REFER TO DETAIL SHEET B.

EXISTING FRAME TO BE REUSED

PAGE 10 OF 21

EXISTING METAL FRAME 
TO REMAIN.   

09/12/2019



INTERIOREXTERIOR

EXISTING METAL FRAME

NEW METAL
AND GLASS
WINDOW

NEW METAL FRAME

EXISTING METAL FRAME

NEW GLASS FIXED
GLASS TRANSOM.

Level 11 Envelope

Level 12 Envelope

1
A-932.00

2A
A-932.00

3A
A-932.00

_NEW WINDOW SECTION-VERTICAL- 11TH FLOOR
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/2019

11TH FL.  NEW WINDOW SECTION DETAIL/   
NEW GLASS TRANSOM              SCALE 1" = 1'-0"1

DETAIL SHEET A

FOR SECTION DETAILS NOTED AS  A-932, REFER TO DETAIL 
SHEET B.

PAGE 11 OF  21
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EXTERIOR INTERIOR

EXTERIOR INTERIOR

EXTERIOR INTERIOR

EXTERIOR

INTERIOR

EXTERIOR

INTERIOR

2A PROPOSED INTERMEDIATE MULLION/TRANSOM DETAIL SCALE: 3"=1'-0" 3A SILL DETAIL SCALE: 3"=1'-0"1 PROPOSED HEAD DETAIL - GLASS SCALE: 3"=1'-0"

1A PROPOSED JAMBE DETAIL - GLASS SCALE: 3"=1'-0" 1B PROPOSED JAMB DETAIL - GLASS SCALE: 3"=1'-0"

LINE OF SEALANT BEYOND
 AT WINDOW PERIMETER

NEW  INTERMEDIATE FRAME

NEW METAL AND GLASS WINDOW

NEW  FIXED GLASS TRANSOM
ASSEMBLY - DETAIL TO BE
SIMILAR TO WINDOW BELOW
BUT FIXED-

EXISTING EXTRUDED ALUMINUM FRAME

EXISTING FRAME TO REMAIN

EXISTING ALUMINUM
WINDOW FRAME TO REMAIN

NEW  FIXED GLASS TRANSOM
ASSEMBLY - DETAIL TO BE
SIMILAR TO WINDOW BELOW
BUT FIXED

EXISTING EXTRUDED ALUMINUM FRAME TO REMAIN

EXISTING ALUMINUM
WINDOW FRAME TO REMAIN

NEW  FIXED GLASS TRANSOM
ASSEMBLY - DETAIL TO BE
SIMILAR TO WINDOW BELOW
BUT FIXED

EXISTING EXTRUDED ALUMINUM FRAME TO REMAIN

EXISTING ALUMINUM
WINDOW FRAME TO REMAIN

EXISTING EXTRUDED ALUMINUM FRAME TO REMAIN

NEW METAL AND GLASS WINDOW
TO MATCH DETAIL #3 IN THIS SHEET

NEW METAL AND GLASS WINDOW

_NEW WINDOW DETAILS - 11TH FLOOR
770 BROADWAY NEW YORK, NEW YORK

1519044-00 | 08/22/2019

SPEC: 
DURACRON XL ( ALUMINIUM 
COATING)
COLOR UC51733 HARFORD 
GREEN

 PROPOSED COLOR
(TO MATCH EXISTING)

DETAIL SHEET B
PAGE 12 OF 21

09/12/2019
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_13TH FLOOR_EXISTING AND PORPOSED METAL AND GLASS WINDOW
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/20/2019

NEW METAL AND  CLEAR GLAZING 
ASSEMBLY TO FIT WITHIN EXISTING 
FRAMES. CLEAR GLAZING FLOATING 
GLASS TO BE 1/4" THICK, FABRICATE 
INTO A 1" INSULATING SANDWICH 
WITH AN EVACUATE 1/2" WIDE 
DESICCANT DEHYDRATED AIR SPACE. 

5 5A13TH FLOOR-  EXISTING GLASS WINDOW 13TH FLOOR-  PROPOSED NEW GLASS WINDOW

EXISTING METAL FRAME 
TO REMAIN.   

EXISTING 
INTERMEDIATE 
MULLION TO REMAIN

5
A-931

1A
A-932

1A
A-932

9
A-932

4 13TH FLOOR-  EXISTING LOUVER WINDOW

EXISTING MULLION TO 
REMAIN AT ALL TIMES

EXISTING LOUVERS TO BE REPLACED BY 
NEW METAL AND GLASS WINDOW

* PROPOSED TO MATCH LOOK AND FINISH IN EXISTING 
WINDOW (#5)

FOR SECTION DETAILS NOTED AS A-931, REFER TO 
DETAIL SHEET C. FOR SECTION DETAISL NOTED AS 
A-932, REFER TO DETAIL SHEET D.

EXISTING FRAME TO BE REUSED

PAGE 13 OF 21

EXISTING METAL FRAME 
TO REMAIN.   

09/12/2019



EXTERIOR INTERIOR

EXISTING METAL FRAME
TO REMAIN

NEW METAL
AND GLASS
WINDOW

EXISTING METAL FRAME
TO REMAIN

LEVEL 14

Level 13 Envelope

1
A-932.00

3
A-932.00

_NEW WINDOW SECTION-VERTICAL- 13TH FLOOR
770 BROADWAY NEW YORK, NEW YORK

1519044-00 | 08/22/19

13TH FLOOR TYPICAL WINDOW SECTION DETAIL                               
SCALE 1" = 1'-0"5

DETAIL SHEET C

FOR SECTION DETAILS NOTED AS  A-932, REFER TO DETAIL 
SHEET D.

PAGE 14 OF 21
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EXTERIOR INTERIOR

EXTERIOR INTERIOR

EXTERIOR

INTERIOR

EXTERIOR

INTERIOR

1 PROPOSED HEAD DETAIL - GLASS SCALE: 3"=1'-0" 3 EXISTING SILL DETAIL - GLASS SCALE: 3"=1'-0"

9 PROPOSED VERTICAL MULLION DETAIL - GLASS SCALE: 3"=1'-0"1A PROPOSED JAMBE DETAIL - GLASS SCALE: 3"=1'-0"

EXISTING ALUMINUM
WINDOW FRAME TO REMAIN

NEW METAL AND GLASS
WINDOW

EXISTING EXTRUDED ALUMINUM FRAME TO REMAIN

EXISTING EXTRUDED ALUMINUM FRAME

EXISTING ALUMINUM FRAME TO REMAIN

EXISTING EXTRUDED ALUMINUM FRAME TO REMAIN

LINE OF SEALANT BEYOND

NEW ALUMINUM FRAME
TO MATCH EXISTING

EXISTING ALUMINUM
WINDOW FRAME TO REMAIN

EXISTING EXTRUDED ALUMINUM FRAME TO REMAIN

NEW METAL AND GLASS
WINDOW

NEW METAL AND GLASS
WINDOWNEW METAL AND GLASS WINDOW

1_
2"

_NEW WINDOW DETAILS- 13TH FLOOR
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/2019

SPEC: 
DURACRON XL ( ALUMINIUM 
COATING)
COLOR UC51733 HARFORD GREEN

 PROPOSED COLOR
(TO MATCH EXISTING)

DETAIL SHEET D PAGE 15 OF 21
09/12/2019
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70'-105/8"

15'-2" 9'-11" 14'-11/2"

19'-15/8"

16'-87/8"

83'-4"

10'-31/8"

17'-61/8"

RELOCATE LADDER HERE. REFER TO
STRUCTURAL/ARCHITECTURAL DWG. FOR
ADDITIONAL INFORMATION.

7'-5"

ROOF

5'-4"

SECTION C-C

A

A TRANSITION UP TO OF
DUCT 18'-10" ABOVE ROOF.
PROVIDE GUIDE WIRES AS
REQUIRED.

8'-9"

KEEP DUCT HIGH OUT OF
ROOF PENETRATION.

40x34 MUA DUCT
BELOW (E) KX.

18'-10"

15'-4"

4'-6"

FSDSTAIR TO BE RELOCATED TO ALLOW FOR
NEW KX DUCT ROOF PENETRATION. REFER

TO STRUCTURAL/ARCHITECTURAL DWG.
FOR ADDITIONAL INFORMATION.

8'-6"

EXISTING PIPE.

ESP-12-1

ESP-12-1

MUA-12-1

DUCT 18" ABOVE ROOF.

BOTTOM OF KX DUCT 8'9" ABOVE ROOF. ELEVATED
DUCT SUPPORT SHALL BE ENGINEERED FOR WIND

LOADS. CONTRACTOR TO SUBMIT SUPPORT FOR
STRUCTURAL ENGINEER TO REVIEW.

170X72X40 PLENUM BOX W/ 2" A.L.
PROVIDE AD IN PLENUM BOX TO
ALLOW FOR ACCESS TO MD DAMPER
BLADES.

EXISTING SPILL AIR DUCT.

40X34

50X40

50
X4

0

50X40

SECTION B-B

15'-8"

5'
8'-8"

6'
BOTTOM OF DUCT MUST
BE AT LEAST 18" ABOVE
ROOF. GRATING SHALL BE
REMOVABLE.

ROOF

EXISTING PIPE.

MUA-12-1

56X24

DUCTWORK TO RUN ABOVE 6" ABOVE (E) PIPE.
ELEVATED DUCT SUPPORT SHALL BE ENGINEERED
FOR WIND LOADS. CONTRACTOR TO SUBMIT
SUPPORT FOR STRUCTURAL ENGINEER TO
REVIEW.

6'

FLEX CONNECTION.

CC 5'

SECTION A-A

ROOF

18'-10"

ESP-12-1

BULKHEAD

5'-6"

HVAC NOTES:

1.       DUCTWORK MUST BE INSTALLED AT LEAST 18" ABOVE ROOF.

2.       PROVIDE 1" ACOUSTICAL LINING AND 18 GAUGE DUCTWORK DOWNSTREAM OF AC UNIT
TO FSD AT ROOF PENETRATION. MUA DUCTWORK SHALL BE PROVIDED W/ R-8
INSULATION AND WEATHER PROOF JACKET.

3.       EXTERIOR KX DUCTWORK ON ROOF SHALL BE PROVIDED W/ 16 GAUGE STAINLESS
STEEL CONSTRUCTION.

bop:89"
top:118"

bop:89"

bop:8'8"

_ROOF PLAN
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/19

770 BROAWAY AERIAL VIEW

PROPOSED LOCATION FOR
NEW  MECHANICAL UNIT1

PROPOSED LOCATION FOR
NEW  MECHANICAL UNIT 2

PROPOSED LOCATION FOR
NEW  MECHANICAL UNIT1

PROPOSED LOCATION FOR
NEW  MECHANICAL UNIT 2

PAGE 16 OF 21
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E 8TH ST

E 9TH ST

VIEW C

VIEW D

VIEW B

VIEW A
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E 10TH ST

VIEW E

ASTOR PL

VIEW F

_VISIBILITY ANALYSIS SHEET 1
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/19

 1" = 80'-0"1 KEY PLAN- BROADWAY VIEWS

VIEW C VIEW D

VIEW E VIEW F
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STOP

W ASH
P R ESSTO

W ASHO N

G

STAR T

HZ A MPS

B ELT

PH VOLTS

NO.SERI AL

I NPUT

M ODEL

POW ER

TYPEB LOWER

U N I TED A IR SPEC I AL I STS,  IN C .

C AUTION : HI GH VOLTAGEDO NO T USE IN EXPLOSIVE A TM OSPH ERES

1LB L

4440 C REEK  ROA D

C INC INN ATI OHI O 45242

M ANU FACTURED BY

3LB L2LB L

RR

1P B L1P B

STO PW ASH P R ESSTO

W ASHON

GSTAR T

H Z A M PSB ELT

PH VO LTS N O.SERIA LIN PU T

M O DEL

PO W ER

TYPEB LO WER

U N ITED A IR SPEC IA LISTS, IN C .

C A U TIO N : H IGH VO LTA GEDO  N O T U SE IN  EXPLO SIVE A TM O SPH ERES1LB L

4440 C REEK  RO A DC IN C IN N A TI O HIO  45242M A N UFA CTU RED B Y

3 LB L2 LB L

Level 16
216' - 9 1/2"

PRECIP ROTATED 90 DEGREES (LONG DIM. OF 
PRECIP IS N-S) PER STRUCTURAL REVIEW

18
' - 

11
"

5' 
- 5

"
5' 

- 5
"

18
' - 

11
"

  17
'-6

"

EAST 9TH STREET

60' - 0"

EAST 8TH STREET

60' - 0"

22
2' 

- 7
 1/

2"

EXISTING MECHANICAL 
ROOM ENCLOSURE 

770 BROADWAY

A-304.01
2

EXISTING ELECTRICAL ROOM AND 
STAIR SHAFT

VIEW C VIEW D

240' - 0"

VIEW F

243' - 0"

PROPOSED   MECHANICAL 
UNIT AND ROOFTOP SUPPORT 

EQUIPMENT

EXISTING COOLING 
TOWER

VIEW E

EXISTING MECHANCAL 
AND ROOF EQUIPMENT

99' - 1 1/2"

_ ENLARGED VISIBILITY ANALYSIS SHEET 1
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 09/04/19

 3/32" = 1'-0"2 LPC SECTION N-S- ENLARGED

 1" = 40'-0"1 LPC SECTION N-S

*EXACT LOCATION IN PLAN AND PICTURES FOR  
VIEWS C, D, E AND F,  REFER TO VISIBILITY 
ANALYSIS SHEET 1

              -
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NORTH = 30

770 BROADWAY

E 8TH ST

E 9TH ST
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0"

VIEW C/A-305.00

VIEW D/A-305.00

VIEW B

VIEW A
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507' - 4 1/2"

492' - 1 1/2"

507' - 4 1/2"

_VISIBILITY ANALYSIS SHEET 2
770 BROADWAY NEW YORK, NEW YORK

1519044-00 | 09/04/19

 1" = 80'-0"1 KEY PLAN- E.8TH ST, AND E.9TH ST.
EXISTING MECHANICAL 
EQUIPMENT

EXISTING MECHANICAL ROOM 
ENCLOSURE

VIEW A VIEW B

PROPOSED LOCATION FOR NEW 
MECHANIAL UNIT.
SEE MOCK UP PICTURES FOR 
ADDITIONAL INFORMATION.
SEE ENLARGED  SECTION  IN 
ENLARGED VISIBILITY ANALYSIS 
SHEET 2. 
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NEW ROOFTOP 
PRECIPITATOR ON 
RAISED STEEL 
SUPPORTS, 
STRUCTUIRAL GRATING 
AND GUARD RAILINGS 
ON ALL SIDES   

EXISTING ELECTRICAL 
ROOM F IN FRONT OF  
NEW MECHANICAL UNIT NEW ROOFTOP MECHANICAIL UNITS ON 

RAISED STEEL SUPPORTS, BEHIND  
ELECTRICAL ROOM  F. STRUCTURAL 
GRATING AND GUARD RAILINGS ON ALL 
SIDES   

EXISTING MECHANIAL 
ROOM ENCLOSURE 

770 BROADWAY

A-305.01
2

2 3 4 5 6 7 9 10 11 12 13 14 15 16

VIEW A AND B

Level 16
216' - 9 1/2"

EXTEND 12' ABOVE GRATIN

DISCHARGE DUCT UP TERMINATION 
NORTH. 

18
' - 

11
"

  17
'-6

"

  1'-
0"

_ ENLARGED VISIBILITY ANALYSIS SHEET 2
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 09/04/19

 1" = 40'-0"1 LPC SECTION E-W

 3/32" = 1'-0"2 LPC SECTION E-W ENLARGED

*EXACT LOCATION IN PLAN AND PICTURES FOR 
VIEWS A AND B,  REFER TO VISIBILITY ANALYSIS 
SHEET 2

* SEE ROOF PLAN FOR ADDITIONAL 
INFORMATION ON EXACT LOCATION

              -
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LINE OF PORTION OF DUCT BEHIND
EXISTING ELECTRICAL ROOM F.
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_VISIBILITY ANALYSIS- MOCKUP
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 08/22/19

MOCKUP OBSERVATIONS

FLAG 1- @ 18'-10"

NEW UNIT HEIGHTS REFERENCE

FLAG 2 @ 17'-6"

FRONT VIEW-  HEIGHT REFERENCES MOCKUP FRONT VIEW- HEIGHT REFERENCES

FLAG 1

FLAG 2

TOP OF FLAG 1
TOP OF FLAG 2

 1" = 100'-0"6 KEY PLAN- MOCKUP VIEWS

PICTURE 1

PICTURE 2
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PRELIMINARY MOCK UP

* FLAGS INDICATE  PRELIMINARY MOCK UP-   
FINAL IS PENDING COMPLETION  OF THE FULL  MOCK UP.



-

1

1

2 3 4 5

6

6

7

7 8

9

9

10

10

11

11

12

12

13

13

14

14

15

15

16

16

A

B

C

D

E

F

G

H

J

K

1.1 2.1 3.1 4.1 5.1

APPENDIX A_11TH FLOOR PLAN NEW WINDOWS
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 07/24/19

 1/16" = 1'-0"1 LEVEL 11 - PLAN - NEW WINDOWS

EXISTING  LOUVERS  TO BE REPLACED BY NEW 
WINDOWS. SEE TYPICAL ELEVATION 1 ( EXISTING) AND 
TYPICAL ELEVATION 2A ( PROPOSED) ON 11TH FLOOR 
EXISTING  AND PROPOSED METAL AND GLASS 
WINDOWS

08/22/19
APPENDIX 1 OF 2
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APPENDIX B_13TH FLOOR_NEW WINDOW LOCATIONS
770 BROADWAY, NEW YORK, NEW YORK

1519044-00 | 07/24/19

EXISTING WINDOW 
LOUVERS TO BE 
REPLACED BY NEW 
GLASS WINDOWS . SEE 
TYPICAL ELEVATION 04    
(EXISTING) AND TYPICAL 
ELEVATION 5B 
(PROPOSED) ON 13TH 
FLOOR EXISTING  AND 
PROPOSED METAL AND 
GLASS WINDOWS

EXISTING WINDOW LOUVERS TO BE REPLACED BY NEW 
GLASS WINDOWS. SEE TYPICAL ELEVATION 04    (EXISTING) 
AND TYPICAL ELEVATION 5B (PROPOSED) ON 11TH FLOOR 
EXISTING  AND PROPOSED METAL AND GLASS WINDOWS

EXISTING WINDOW 
LOUVERS TO BE 
REPLACED BY NEW 
GLASS WINDOWS . SEE 
TYPICAL ELEVATION 04    
(EXISTING) AND TYPICAL 
ELEVATION 5B 
(PROPOSED) ON 13TH 
FLOOR EXISTING  AND 
PROPOSED METAL AND 
GLASS WINDOWS

08/22/19
APPENDIX 2 OF 2
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